
Battery App Specification

Battery Type: SLA App Name: Dcrg12V_SLA_1.bap
Rated Voltage: 12 Revision:  1
Rated Capacity: 24AH Reset Step:  2
Number of Cells: 6 Vector Step: 7

Description:  Discharge 12V SLA to 10.5V

Memo: This App will discharge a 12 V SLA 24AH battery at 1200mA (C/20).   The delivered output 
will be displayed in the console.  

Discharge cut-off is 10.5 volts. Flashing yellow LED indicates discharge is proceeding. Green LED 
indicates discharge complete.

Additional Notes:  Vector to removed battery before discharge is complete.  This will terminate the 
discharge & current will stop.  Remove battery & reconnect to begin another session.

Modifications:
To modify this App for a different SLA battery:
 -  change the Rated Capacity in Program Information
 -  change the discharge current in Step 3

App Program Listing:   

    Step# 1    
     Remarks: Wait for battery to be connected
     Function: Stop
     Indicators: None
     Save Data: No
     User Message: Connect battery to begin
     Termination:(3) If Voltage(V) > 1  Go To Step 2, & Clear 
    Step# 2      -- Reset Session --  
     Remarks: This reset step causes a new session to begin.
     Function: Pause
     Indicators: None
     Save Data: No
     User Message: 
     Termination:(8) If Step Time(Min) > 0  Go To Step 3, Inc Counter1, & Clear 
    Step# 3    
     Remarks: Cycle discharging
     Function: Discharge (C-Cur)
     Regulation: 1200 mA / 0 V
     Indicators: Yellow Slow
     Save Data: Yes
     User Message: Discharging
     Termination:(1) If Voltage(V) <= 10.5  Go To Next Step, & Clear 
     Condition:(7) If Current(mA) < 10  Go To Step 1, & Clear 
     Message:(17) If Current(mA) >= 50 Then Saved Data Message = Complete
     Message:(19) If Current(mA) < 50 Then Saved Data Message = Interrupted
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    Step# 4    
     Remarks: Intermim Step
     Function: Pause
     Indicators: Green On
     Save Data: No
     User Message: Wait...
     Termination:(5) If Step Time(Min) > 0  Go To Next Step, & Clear 
    Step# 5    
     Remarks: All complete - Audio Indicator
     Function: Pause
     Indicators: Green On, Beep On
     Save Data: No
     User Message: Discharge Complete
     Termination:(6) If Step Time(Min) > .02  Go To Next Step, & Clear 
    Step# 6    
     Remarks: Complete - Wait for battery to be disconnected
     Function: Stop
     Indicators: Green On
     Save Data: No
     User Message: Discharge Complete
     Termination:(4) If Voltage(V) <= 1  Go To Step 1, & Clear 
    Step# 7      -- Vector Location --  
     Remarks: Vector here for shut down to avoid sparking
     Function: Stop
     Indicators: Green On
     Save Data: No
     User Message: Safety Stop
     Termination:(4) If Voltage(V) <= 1  Go To Step 1, & Clear 
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